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City of Santa Clara – Water and Sewer Utilities Updated Date: 2/1/2023

Standard No. 33 – Water Service Offset  – Material List

Description Manufacturer Model

1. Polywrap Blue.  8 mil low density or 4 mil high density 
polyethylene film installed per AWWA C105. Tape 
the end to main.

2. Meter Box with Lid Lid marked "Water" or “Water Meter” Christy B-16 box with B-16G lid
Ford C38-44-X-NL (X=to fit)

Mueller H-10871N
Mueller H-10889N

Ford A34S-NL include gasket
Provide Elster transmitter compatible encoded 
register with Nicor connector.   All registers to be 
facing inlet and provide cubic feet reading. 

Badger E-SERIES

6. Tracer Wire RHW #12 AWG solid with 12" minimum slack 
inside all valve boxes.

7. Curb Stop Brass Curb Stop clockable
8. Copper MIP MIP x sweat joint (SJ)
9. 90 Degree Brass Elbow Brass, FIP
10. 90 Degree Copper Elbow Copper sweat joint (SJ)

Domestic Products Only.  Use no lead products for domestic water services.

Material

3. Meter Coupling 1" include gaskets.

4. Meter Bushing Brass. To adapt 5/8" meter to 1” meter coupling

5. Water Meter & Register
(manufacturer's test results are to 
be submitted with all meters). 

5/8" meter and register.  Badger LP

1" meter and register.   
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